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RFI 02 — GSO, FLO & MYR Elevator Refurbishment

1:

Elevators do not have compensation chains presently and compensation is not indicated due to rise and capacity
of elevator. Compensation should not be incorporated. Do you agree?
Delete requirement for compensating chains for GSO & FLO.

Greensboro and Florence elevators have small cabs with low ceilings. Addition of drop ceilings with eggcrate
diffusers will create ceilings too low for practical use. Do you agree?
Submit alternate for new ceilings for GSO & FLO per Appendix item number 23.

Florence elevator does not have a traditional safety plank on which to mount new safeties. The replacement of

car safeties should be a designed project by an engineer, not an elevator company. How should we proceed?
Price design similar to attached photo. Use 20 gage cold rolled steel material for all members. Anchor to
existing cab structure. Actual design will be discussed at preconstruction conference.

Florence elevator does not have adequate clearance to mount the rope gripper. The space near machine or in
the overhead is too tight. What should be done?
Can the machine location be adjusted to gain enough space to install rope gripper? Define proposed
solution in proposal or state “rope gripper not included due to space limitation” for FLO.

Spec. calls for very elaborate sump pump applications. In speaking with the onsite personnel from all three
locations, water seepage into the pits is not a major problem. Florence has no sump pit in which to even place a
pump. Is this necessary?

FAA standard is to have sump pumps as specified. Price RFI-001 response for Florence.

Space on top of cabs (all three locations) will only accommodate a traditional exhaust fan as is in place currently.
Should we replace with traditional fan?
Price traditional fans for alf three locations.

The computerized monitoring system requiring internet connections and automatic dialing, etc. is extreme overkill
for a single car in a control tower. While possible, the system is expensive and complicated. Do you really want
this system in place?

Remote monitoring requirement is the new FAA standard. Price as alternate delete item in proposal.

What is the purpose of the life line safety anchors? Should this be part of the elevator renovation?
To bring project in conformance with our EOSH requirements, we are requiring line safety anchors in all
existing shafts.



RFI 02 — GSO, FLO & MYR Elevator Refurbishment
9. Space is very limited in the Florence machine room and the new controller will not fit in the existing space. Can
the controller be mounted against the wall next to the desk?
Possibly — submit sketch with proposal and concurrence will be obtained at preconstruction meeting.

10. Load weighing devices are not necessary on this size and capacity elevator.
Delete requirement for load weighing devices for Florence.



